DEPARTMENT OF THE ARWY
Oraha District, Corps of Engineers
106 South 15th Street
Omaha, Nebraska 68102-1618

:NOTICE:  Failure to acknow edge : Solicitation No. DACM5 02 B 0016
call amendments may cause rejec-

:tion of the bid. See FAR : Date of Issue: 28 May 2002
:52.214-3 of Section 00100 : Date of Qpening: 01 Jul 2002

Amrendnent No. 0003
26 June 2002

SUBJECT: Anendnent No. 0003 to Specifications and Draw ngs for Construction of
South Platte Rver Visitor Center Rehab, Chatfield Project,

Littl eton, QO
Solicitati on No. DACM5 02 B 0016.

TGO Prospecti ve Bidders and O hers Concer ned
1. The specifications and draw ngs for subject project are hereby nodified
as follows (revise all specification indices, attachment lists, and draw ng

i ndi ces accordingly).

a. Specifications. (Descriptive Changes.)

(1) Section 15700A, page 8, delete paragraphs 2.4.6 and 2.4.7 and
substitute the foll ow ng:

“2.4.6 Controls

Unit shall be provided with a non-fused di sconnect switch. Unit shall be
conpletely factory wired. Control systemshall be m croprocessor based and
fully, integrated to control rooftop unit function in coordination with
system bypass box and zone damper controllers. A control panel will be
provided in the NE wall of the electrical roomwhere the status of the
rooftop unit, bypass box and zone danpers controller can be accessed and

di agnosed. The rooftop unit and zone thernostat function will be sw tched
fromheating to cooling at this control panel. See Drawi ng on sheet M. 01l for
additional control information

2.4.7 Zone Thernostats

Provi de conbi nati on heating-cooling type zone thernostats with contacts
hernmetically seal ed agai nst noisture, corrosion, dust and foreign nmaterials.
This option shall be available with automati c night setback, and nmal function
light.

2.4.7.1 Bypass Box

By pass box shall be sized to bypass between 0 to 2500 CFM at a vel ocity not
to exceed 1800 FPM Bypass box shall be provided by rooftop manufacturers.”

b. Drawi ngs (Not Reissued). The follow ng drawi ng sheets are revised

as indicated belowwith |atest revision date of 26 June 2002. These draw ngs
are not reissued with this anendnent.

Am #0003 - 1



(1) Sheet Mb. 01- see SEQUENCE OF OPERATI ON:

a) Del ete the 2™ Sentence and substitute the follow ng:
“ZONE DAMPERS SHALL MODULATE TO AM NTAI N TEMPERATURE SETPO NT ( ADJUSTABLE) OF
ZONE THERMOSTAT”.

b) 6'" Sentence: delete " SHALL BE PROVI DED BY
MANUFACTURER S STANDARD CONTROL PACKAGE” and substitute “ CONTROL SHALL BE
| NTEGRATED W TH BUI LDI NG TEMPERATURE CONTRCL ”.

2. This anmendnment is a part of the bidding papers and its receipt shall be
acknow edged on the Standard Form 1442. Al other conditions and requirenents
of the specifications remain unchanged. |If the bids have been mailed prior to
receiving this amendnent, you will notify the office where bids are opened, in
the specified manner, imrediately of its receipt and of any changes in your bid
occasi oned t her eby.

a. Hand-Carried Bids shall be delivered to the U S. Arny Corps of
Engi neers, Omaha District, Contracting Division (Room 301), 106 South 15th
Street, Omaha, Nebraska 68102-1618.

b. Mail ed Bids shall be addressed as noted in Item 8 on Page 00010-1
of Standard Form 1442,

3. Bids will be received until 2:00 p.m, local time at place of bid
openi ng, 01 July 2002.

U S. Arny Engineer District, Omaha
Cor ps of Engi neers

106 South 15th Street

QOmaha, Nebraska 68102-1618

26 June 2002
MFS/ 4411
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